Test Arsenic [ Asbestos| Benzene | Cadmium |Chromium| DPM [ PAH | Radon| Silica | CO CO2 | Temp | %RH
Media| Total Air Air Air Air Air Air Air Air Air Air Air Air Air
Floor |Location 0
1 1. Watch Office 22 1 1 1 1 1 1 1 1 1 1 1 1 1
1 2. Engine 31 Office 3
2 3. Upstairs Rest Room 3
1 4. Ladder 5 Office 4
1 5. Kitchen Area 7
6. Central Exhaust Ducting 0
1 7. Phone Booths 0
1 8. Pop Machine Room 0
9. Void Space in Brick Walls 0
0 10. Boiler Room 6 1 1 1 1
0 11. Weight Room 23 1 1 1 1 1 1 1 1 1 1 1 1 1
0 12. Women's Bathroom 5
0 13. Laundry Room 15 1 1 1 1 1 1 1 1 1
0 14. Open Dirt Area 6
0 15. Dumpster Room 2
0 16. Diesel Generator Area 10 1 1 1 1 1
0 17. Power 31 Area 0
0 18. Basement West Storage Area 1
1 19. Apparatus Bay 14 1 1 1 1 1 1 1
1 20. Battery/Slop Sink Room 7
21. Hose Tower 15 1 1 1 1 1
0 22. Inside Soils in Basement 10 1 1 1 1 1
23. Outside Soils 19 1 1 1 1 1 1 1 1 1 1 1 1
24. Leaching Material on Int. Walls 6
25. Leaching Material on Ext. Walls 6
26. Ceiling Areas 3
2 27. Upstairs TV Room 2
2 28. Upstairs Bathroom 6
2 29. Upstairs Bunkroom 24 1 1 1 1 1 1 1 1 1 1 1 1 1
2 30. Upstairs Paramedic Room 15 1 1 1 1 1 1 1 1
Count| 234 8 4 6 8 8 6 6 4 8 9 9 9 9
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Test Lead |Mercury| Mold | Bacteria | Resp.Dust| VOC | Lead | Lead | Mercury | PCBs Mold [Bacteria| Asbestos
Media| Total Air Air Air Air Air Air Soil |Surface| Surface | Visual | Surface [ Surface Bulk
Floor [Location 0
1 1. Watch Office 22 1 1 1 1 1 1 1
1 2. Engine 31 Office 3 1 1 1
2 3. Upstairs Rest Room 3 1 1 1
1 4. Ladder 5 Office 4 1 1 1
1 5. Kitchen Area 7 1 1 1 1 1 1
6. Central Exhaust Ducting 0
1 7. Phone Booths 0
1 8. Pop Machine Room 0
9. Void Space in Brick Walls 0
0 10. Boiler Room 6 1
0 11. Weight Room 23 1 1 1 1 1 1 1 1 1
0 12. Women's Bathroom 5 1 1 1 1
0 13. Laundry Room 15 1 1 1 1 1
0 14. Open Dirt Area 6 1 1 1 2 1
0 15. Dumpster Room 2 1
0 16. Diesel Generator Area 10 1 1 1 1
0 17. Power 31 Area 0
0 18. Basement West Storage Area 1
1 19. Apparatus Bay 14 1 1 1 1
1 20. Battery/Slop Sink Room 7 1 1 1 1 1 1
21. Hose Tower 15 1 1 1 1 1 1 1 1
0 22. Inside Soils in Basement 10 1 1 1 1 1
23. Outside Soils 19 1 1 1 1 1 1 1
24. Leaching Material on Int. Walls 6 1 1
25. Leaching Material on Ext. Walls 6 1 1
26. Ceiling Areas 3 1 1
2 27. Upstairs TV Room 2 1
2 28. Upstairs Bathroom 6 1 1 1 1 1 1
2 29. Upstairs Bunkroom 24 1 1 1 1 1 1 1 1 1
2 30. Upstairs Paramedic Room 15 1 1 1 1 1 1 1
Count| 234 8 8 10 10 11 9 3 2 11 15 15 7
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Test Dust PAH | Sealant |Efflorescence| Lead RF
Media| Total Bulk Bulk Bulk Surface Water | Energy
Floor [Location 0
1 1. Watch Office 22 1 1 1
1 2. Engine 31 Office 3
2 3. Upstairs Rest Room 3
1 4. Ladder 5 Office 4 1
1 5. Kitchen Area 7 1 1
6. Central Exhaust Ducting 0
1 7. Phone Booths 0
1 8. Pop Machine Room 0
9. Void Space in Brick Walls 0
0 10. Boiler Room 6 1
0 11. Weight Room 23 1
0 12. Women's Bathroom 5 1 1
0 13. Laundry Room 15 1
0 14. Open Dirt Area 6
0 15. Dumpster Room 2 1
0 16. Diesel Generator Area 10 1
0 17. Power 31 Area 0
0 18. Basement West Storage Area 1 1
1 19. Apparatus Bay 14 1 2
1 20. Battery/Slop Sink Room 7 1
21. Hose Tower 15 1 1
0 22. Inside Soils in Basement 10
23. Outside Soils 19
24. Leaching Material on Int. Walls 6 2 2
25. Leaching Material on Ext. Walls 6 2 2
26. Ceiling Areas 3 1
2 27. Upstairs TV Room 2 1
2 28. Upstairs Bathroom 6 1
2 29. Upstairs Bunkroom 24 1 1 1
2 30. Upstairs Paramedic Room 15
Count| 234 14 7 4 4 3 2
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